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DEMO NOTES

NEW NOTES

COORDINATE WITH POWER COMPANY AND REMOVE EXISTING
OVERHEAD PRIMARY.

S

COORDINATE WITH POWER COMPANY AND REMOVE EXISTING
POLE-MOUNTED TRANSFORMERS.

COORDINATE WITH POWER COMPANY AND HAVE THE EXISTING
POWER POLE REMOVED.

COORDINATE WITH POWER COMPANY AD HAVE EXISTING
OVERHEAD SECONDARY WIRING REMOVED.

REMOVE EXISTING SERVICE FEEDER AS SHOWN. LEAVE
ASSOCIATED DEVICES IN-PLACE.

REMOVE ALL SWITCH COMPONENTS AND LEAVE ENCLOSURE
IN-PLACE FOR USE AS SPLICE BOX.

REMOVE EXISTING SERVICE FEEDERS (WIRE, CONDUIT,
WEATHERHEAD, ETC.) AND ASSOCIATED DEVICES.

LEAVE EXISTING DOWNSTREAM WIRING IN-PLACE FOR REUSE.
REMOVE EXISTING SERVICE FEEDER (WIRE, CONDUIT,
WEATHERHEAD, ETC.) AND ASSOCIATED PANELBOARD/LOAD
CENTER.

LEAVE APPROPRIATE AMOUNT OF BRANCH CIRCUITS IN-PLACE.

LEAVE EXISTING DEVICES/ POLES/ OVERHEAD WIRING, ETC.
IN-PLACE.

SONOCIOICIONCIOIO

[ ] INEWI

PAD-MOUNTED
SWITCHGEAR
09MDP

R

CT

DISTRIB. | DISTRIB. MAIN ENCLOSURE

SECTION| SECTION| SWITCH

-

u/P

u/pP

u/P

upP

u/P
u/P

u/pP

u/P

u/P

COORDINATE WITH POWER COMPANY AND HAVE PRIMARY
ROUTED DOWN EXISTING POLE.

COORDINATE WITH POWER COMPANY AND HAVE A NEW
PAD-MOUNTED TRANSFORMER INSTALLED. CONTRACTOR TO
PROVIDE CONCRETE PAD.

CONTRACTOR PROVIDE CT-ENCLOSURE. POSITION ON CONCRETE
PAD MENTIONED IN NOTE 2 ABOVE.

CONTRACTOR PROVIDE CONDUIT FROM TRANSFORMER TO
CT-ENCLOSURE AND FROM CT-ENCLOSURE TO SWITCHGEAR.

ROUTE NEW FEEDER TO EXISTING-TO-REMAIN DEVICES AND
CONNECT.

EXTEND NEW FEEDERS INTO OLD DISCONNECT AND SPLICE TO
EXISTING CONDUCTORS.

PROVIDE NEW FEEDER AND SPLICE TO EXISTING-TO-REMAIN
WIRING.

EXISTING DOWNSTREAM WIRING TO REMAIN.

PROVIDE NEW BRANCH CIRCUITS AS SHOWN.

SPLICE NEW BRANCH CIRCUIT TO EXISTING AS SHOWN.
ROUTE NEW FEE
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